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DELHI TRANSCO LIMITED 
(Regd. Office: Shakti Sadan, Kotla Road, New Delhi-110002) 

Office of Dy. Gen. Mgr. (OS & Lines) 
220KV S/Stn. Bldg. Naraina, New Delhi-110010 

Tele: 25683304 
 

MINUTES OF OCC MEETING DT. 26.11.2014 
 
GM (O&M)-I, DTL, Chairman-Delhi OCC welcome the members and distinguished guests to 
the meeting. DGM (OS & Lines) – DTL, Convener said that the winter has arrived and requested 
members to be ready for foggy conditions. Convener also said that DTL has already started wet 
cleaning of disc insulators of 220kV Transmission Lines and 75% of the work has been 
completed. DTL’s OS department gave a presentation on the review of grid operation for the 
month of October, 2014 and planning for grid operation for December, 2014.  
 
List of participants is attached. 
 
The point-wise deliberations made during the meeting are as below: 
 
1.0  Confirmation of minutes of OCC meeting dtd. 20.10.2014  
 
Last OCC meeting was held on 20.10.14 in accordance with the agenda circulated vide letter 
dt.17.10.14. Minutes of the aforesaid OCC meeting were issued vide letter dated 31.10.2014.  
 
OCC confirmed the same. 
  
2.1 Setting up of control room by MES. 
 
MES has to set up an independent control room and SLDC is to provide Consultancy services. In 
earlier OCC meeting, MES informed that agreement with SLDC is yet to be signed by SLDC. 
MES also informed that the construction work of Control room building at Khyber Line is in 
progress and they are waiting for the Communication Specifications from DTL.  
 
SLDC informed that pre-bidding meeting took place and the queries of the various vendors are 
being replied.  MoU yet to be signed between SLDC and MES. 

(Action by MES, SLDC) 
 

2.2 Establishment of new Control Room for DTL 
 
During OCC meeting dtd. 30.07.14, GM(O&M)-I informed that KEMA in its report to DTL 
stated that the transition from a single SLDC to a new SLDC/transmission switching centre 
would be much simpler if both are located in the same building and even more so, if they are 
located on the same floor. Accordingly, DTL Centralized control center should be located in the 
same building preferably on the same floor.  
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DTL Planning informed that the scheme is to be implemented during the 13th Plan. They have 
identified locations like Maharani Bagh, I.P. and Bamnauli and the feasibility to be checked. 
 
OCC advised DTL to expedite the work. 

(Action by DTL) 
 
2.3 Status of Installation of Capacitors – Study by Planning Deptt., DTL 
 
DTL had entrusted the study of installation of shunt capacitors in Delhi system to CPRI on the 
advice of OCC. CPRI carried out the study accordingly for reactive power compensation in 
Delhi. Final report has been submitted by CPRI. A copy of report has been emailed to all 
DISCOMs and GENCOs for implementation.  
 
During the OCC Meeting dt. 20.10.14, DISCOMs informed that they received the final report on 
the aforesaid study.  
 
OCC once again advised DTL and DISCOMs to implement the study report as provided by 
CPRI.  
 

(Action by DTL, DISCOMs) 
2.4 Status of Hot Reserve of transformers at all levels.  
 
 DTL updated the status of following hot reserves: 
 

S. 
No Capacity 

Present 
population in 
nos. 

Status of the hot reserve  as 
on 20.10.14 Remarks 

1 220/66kV, 
160MVA Tx 

7 A scheme for 160MVA 
transformer at Pappankalan-II 
S/Stn. has been prepared and 
under process of approval.   

DTL planning informed 
a scheme for additional 
160MVA transformer 
has been prepared and is 
in process of approval. 

2 220/66kV, 
100MVA Tx 

42 DTL informed that 220/66-
33/11kV, 100MVA Tx at 
220kV Patparganj S/Stn.  
proposed as hot reserve is the 
damaged transformer at 220kV 
Park Street Substation. 

The transformer that has 
been earmarked for hot 
reserve at 220kV 
Patparganj S/Stn. is 
being used to replace the 
damaged transformer at 
220kV Park Street 
Substation. A seperate 
transformer would be 
required as hot reserve 
and action is to be 
initiated 

3 220/33kV, 
100MVA Tx, 

33 

 
(Action by DTL) 
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2.5 Long/Recent outage of Elements in Delhi power system as on 25.11.2014 at 08:00 Hrs. 
 
 Members updated the status of Long/Recent outage of Elements in Delhi Power system as 
below: 
 

S. 
No. Element’s Name DISCOM

/DTL 
Date and Time 
of outage 

Remarks/ Status as on 
25.11.2014 

1 
 

66kV VASANT KUNJ - RIDGE 
VALLEY CKT.-II ('Y' PH. CABLE) BRPL 13.01.14 BRPL informed that new 

cable to be laid. 

2 33kV BAY -3 (IP - KILOKRI) BRPL 22.02.11 

DTL informed that 
railways has issued the 
order for carrying 
maintenance work along 
railway lines without any 
charges and advised BRPL 
to take up with railways. 

3 33kV OKHLA(220kV) - 
ALAKHNANDA CKT.-I BRPL 17.09.13 

BRPL informed Material 
Inspection is being carried 
out. Expected by end of 
December, 2014 

4 33kV BAY-5 (IP - LAJPAT NAGAR) 
ALONG WITH 33KV ½ BUS AT 
LAJPAT NGR 

BRPL 01.03.14 

BRPL informed Material 
Inspection is being carried 
out. Expected by end of 
December, 2014 

5 33kV KILOKRI - JAMIA CKT. ('R' & 
'B' PH. CABLE) 

BRPL 15.03.14 
Expected by 31.12.14. 
Road cutting permission is 
awaited. 

6 
33kV OKHLA (220kV) - NEHRU 
PLACE CKT. -IV('Y' PH. SINGLE 
CABLE) 

BRPL 31.05.14 
Expected by 15.12.14. 
Traffic Police Permission 
awaited. 

7 33kV VSNL - NEHRU PLACE CKT. 
(SINGLE CABLE) 

BRPL 02.07.14 
Expected by 15.12.14. 
Traffic Police Permission 
awaited. 

8 33/11kV 16MVA PR.TR.-II AT 
DEFENCE COLONY 

BRPL 03.11.14 Expected by 30.11.14 

9 
33/11kV 20MVA PR.TR.-II AT 
OKHLA PH.-II (UNDER SHUT 
DOWN) 

BRPL 
04.11.14 Expected by 30.11.14 

10 33kV NIZAMUDDIN - EXHIBITION 
GROUND -I (Ý'PH. SINGLE CABLE) 

BRPL 12.11.14 Road cutting permission 
awaited. 

11 20MVA PR.TR. AT RIDGE 
VALLEY(SINGLE CABLE) 

BRPL 14.11.14 Expected by 30.11.14 

12 20MVA PR.TR.-I AT NIZAMUDDIN 
(HV SIDE SINGLE CABLE) 

BRPL 14.11.14 Energized on 15.11.14 

13 33kV R.K. PURAM -I - JNU CKT.-I 
(SHUT DOWN) 

BRPL 23.11.14 Energized on 23.11.14 

14 33kV DEFENCE COLONY - NEHRU 
STADIUM CKT.-II (SHUT DOWN) 

BRPL 24.11.14 Energized on 25.11.14 

15 66/33kV 50MVA PR. TR.-I AT BYPL 15.06.14 Sent to Works for repair of 
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GONDA the Tx. Expected by the 
end of March, 2015 

16 
33kV KANTI NAGAR -  
KARKARDOOMA CKT.-II (Ý' PH. 
SINGLE CABLE) 

BYPL 
01.10.14 Expected by 20.12.14 

17 
66kV PPG INDL. AREA - 
KHICHRIPUR CKT.-II ('R'PH. 
CABLE) 

BYPL 12.11.14 Expected by 30.11.14 

18 33kV BAY-20 (RPH - KAMLA 
MARKET) BYPL 16.11.14 Expected by 05.12.14 

19 66kV GT - AKSHARDHAM CKT. 
(ALL PHASE FAULTY) BYPL 22.11.14 Expected by 05.12.14 

20 33kV TRAUMA CENTRE(220kV) - 
NETAJI NAGAR CKT. NDMC  Expected by 30.11.14 

21 220KV MAHARANI BAGH - 
MASJID MOTH CKT-I DTL 14.06.14 

Cable faulty.  Cable damaged 
during digging by PGCIL 
contractor. Expected by 

31.12.14 

22 220/66kV 100MVA PR.TR.-I AT 
220kV PARK STREET DTL 07.09.14 

Transformer core got 
dislocated. Being replaced 
with new one. Expected by 
the end of December, 2014 

 
OCC advised members to expedite the work. 

(Action by DTL, BRPL, BYPL, NDMC) 
 
2.6 Shifting of Control Room at 220kV Indra Prastha Substation. 
 
During the last OCC meeting dt. 20.10.14, GM (O&M)-II, DTL informed that a committee has 
been formulated regarding setting up of Control Room at I.P. Substation by the end of March, 
2015. 
 
DISCOMs requested that the construction and strengthening of boundary wall at I.P. Station 
should be considered on priority to avoid theft to some extent and safety of assets and 
maintaining continuity of supply. 

(Action by DTL) 
 
2.7  Inspection of first switching substations for 11kV feeders emanating from 220kV 
S/S Najafgarh. 
 
During the meeting dt. 20.10.14, OCC advised DTL and BRPL to get the inspection done of first 
switching substations for the feeders emanating from 220kV Najafgarh, Pappankalan-I and 
Pappankalan-II substations.  
 
The following members have been nominated for carrying the said inspection: 

1. Sh. Ram Kumar – Manager (T) 220kV O&M-III, DTL. 
2. Sh. Bharat Lal Gujar, Manager(T) Protection-I, DTL 
3. A representative from BRPL, to be nominated separately. 
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OCC advised DTL and BRPL to have joint inspection at the earliest. 
(Action by DTL, BRPL) 

 
2.8 Metering issue of 11kV BBMB circuit emanating from 220kV S/Stn. Narela 
 
As per the advice of Delhi OCC, a joint inspection by DTL and TPDDL took place on 28.10.14.    
 
DTL informed that the inspection has been carried out and found that the meter is in the name of 
TPDDL. It is also found the feeder is feeding BBMB Colony. BBMB informed that the supply is 
seldom taken through it. 
 
OCC advised TPDDL to take necessary action regarding billing of the energy consumed by 
BBMB under discussion with BBMB. 

(Action by TPDDL, BBMB) 
 
3.1 Power map of 66/33kV network of Distribution companies (SLDC agenda). 
 

Earlier, during last OCC, SLDC informed that power map has been received from TPDDL 
and NDMC. BRPL informed that they are yet to submit the modified map with corrections 
suggested by SLDC. BYPL informed that the map has been prepared and they shall submit 
the same. 
 
SLDC confirmed the receipt of Power Maps from the four DISCOMs. 

 
4.1 Status of 220kV Peeragarhi substation 

 
As now 33kV Ranibagh CC cable is laid down to 220kV Peeragarhi Grid. But work on 
220kV Peeragarghi is not completed yet due to which TPDDL was unable to shift load from 
existing Ranibagh Grid. Beside of that some 11kV feeders are also laid down but TPDDL 
can’t charge it from new grid as no juice is available in existing SMB- Ranibagh Ckt. 
  
During the OCC meeting dt. 20.10.14, DTL informed that the testing of 220kV Switchgear 
was in progress and M/S TBEA had to lay the 220KVcables in section. 
 
DTL informed that 33kV GIS testing is in progress and the work of 24 joints and 12 
terminations as part of laying the cable is in progress. DTL informed that efforts are on to 
pursue the contractor to complete the work as early as possible but in view of quantum of 
work left, 220kV Peergarhi may not be available by Summer, 2015. 

(Action by DTL) 
5.0 BRPL Agenda Points. 

 
5.1 Status of additional allocated bay for Bodela-1 grid 

 
In earlier OCC, DTL informed BRPL one additional allocated bay for Bodela 1 grid is ready. 
BRPL informed that Commercial Agreement has been done.  
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BRPL informed that they have placed the order for the Cable and the work is expected to be 
completed by 15th December, 2014. 
 
OCC advised BRPL to expedite. 

(Action by BRPL) 
5.2 Fetching data at exchange points. 
 
BRPL is running one application to capture total demand of BRPL.  All the input for this 
application is taken from BRPL end.  But for 66 kV DMRC & 11 kV feeders, BRPL is not 
having metering provision at receiving end.  In this case, BRPL have fixed up modem at 11 kV 
O/G feeder in 220 kV DTL grid S/stn.  But data received through modem is erratic and not 
continuous due to network problem. On  66 kV DMRC feeder, no data is being captured.  
Therefore, BRPL summary is giving less demand due to lack of data. Now in order to rectify the 
said problem, the following needs to be done: 
 
(1)  For 66 kV DMRC feeders, connectivity is required to be established in following grids. 

1. Kanjhawla 
2. IG 
3. Mundka 

 
Scope of work- Installation of SCADA meters inside the relevant feeder C & R Panel by using 
existing CT/PT wiring and FRTU panel outside the C & R panel if it does not exists. 
 
(2) O/G 11 kV feeder from 220 kV Grid at below given s/stn modem was installed. But with 
network congestion, signal strength is getting weaker and weaker day by day.                        
Therefore signal amplifiers are required to be install inside FRTU which are already exist in the 
grid s/stn to boost / enhance signal strength.  At following grid amplifier are required to installed 
so that no break in the signal. 

1 Sarita Vihar 
2 Okhla 
3 Mehruali 
4 Vasant Kunj 
5 Pappankalan-I 
6 Pappankalan-II 
7 Najafgarh 

  
Scope of work: Signal amplifier to be installed inside FRTU panels. 
 
(3) From NDMC AIIMS grid, there are two outgoing feeder feeding BRPL area.  Therefore 

connectivity is required to be established at AIIMS grid also. 
 
Scope of work: - Installation of SCADA meters inside the relevant feeder C & R Panel by using 
existing CT/PT wiring and FRTU panel outside the C & R panel if it does not exists.   
 
In view of the above, BRPL requested OCC to deliberate and issue direction to all the concerned 
department to allow to put all required infrastructure to acquire data to update BRPL power 
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summary which will help BRPL and also SLDC for comparison in actual drawal on real time 
basis to get correct figure. 
 
GM (O&M)-II informed that they could not allow BRPL to carry out the said activities and as 
per DERC, 11kV feeders load need to be shifted from DTL end to DISCOMs end. However they 
can carry out maintenance activity on their existing instruments/equipments. 
 
OCC advised BRPL to take up with DTL regarding the maintenance issues. However, to capture 
real time data by installing energy meter in side C&R panel for out going 66 KV DMRC feeder 
from 220 KV grids, the matter be taken up with DTL Planning in consultation with protection 
and metering department. 

(Action by BRPL, DTL)  
6.0 Proposed Shutdowns 

 
6.1 Proposed shutdown at 220kV Park Street Substation 

 
OCC deferred the following shutdowns proposed by DTL to December OCC on their request at 
220kV Park Street Substation: 
 

S. 
No. 

Proposed Date & 
time of S/D 

 

Name of the feeder / 
equipment 

 

Work to be carried out 
 Remarks 

1 23.11.14 (07:30Hrs. to 
17:30Hrs.) 66 kV B.D. Marg-1 Replacement of .2 class CVT 

in Place of .5 class CVT 
Load shall be met by 
DISCOM 

2 29.11.14(06:30Hrs) to 
30.11.14(12:30Hrs.) 

100MVA 220/33 kV 
Transformer no-1 with 

I/C-1 

Attending hot spot at CB 600C Load shall be met by 
100MVA 220/33 kV 
Trf. no-2 with I/C-2. 

 
6.2 Proposed shutdown on 220kV Pragati – Sarita Vihar Ckt.  I & II 

 
OCC approved the following shutdowns requested by PWD for carrying the Super Structure 
work near Sun Dial Park at Sarai Kale Khan as part of Barapullah Elevated Road Phase-II.  
 

S. 
No. 

Proposed Date & time of S/D 
 

Name of the feeder / 
equipment 

 

Work to be carried 
out 

 

Approved Date & 
time of S/D 

 

1 

27.11.14 (11:00 AM to 03:00 PM) 
28.11.14 (11:00 AM to 03:00 PM)  
29.11.14 (11:00 AM to 03:00 PM) 

OR 
27.11.14 (11:00 AM to 05:00 PM) 
28.11.14 (11:00 AM to 05:00 PM)  

220kV Pragati – 
Sarita Vihar Ckt I 

& II 

Construction work 
of Barapullah 
Elevated Road 

Phase-II by PWD. 

29.11.14 (11:00 AM to 
05:00 PM) 

30.11.14 (11:00 AM to 
05:00 PM)  

 
(Action by DTL, PWD) 

7.0 Additional agenda points with the permission of the Chair. 
 
7.1 Proposed shutdown on 220kV Mehrauli S/Stn. 

 
OCC approved the following shutdowns proposed by DTL at 220kV S/Stn. Mehrauli: 
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S. 
No. 

Proposed Date 
& time of S/D 

 

Name of the feeder /  
equipment 

 

Work to be 
carried out 

 

Remarks Approved Date 
& time of S/D 

1 28.11.14 220kV DIAL Ckt. – I Replacement of R, 
Y & B Phase CT 

Load can be transferred to 
DIAL Ckt.-II 28.11.14 

2 29.11.14 220kV DIAL Ckt. – II Replacement of R, 
Y & B Phase CT 

Load can be transferred to 
DIAL Ckt.-I 29.11.14 

3 30.11.14 220kV 100MVA-II Replacement of R  
& B Phase CT 

Load can be transferred to 
100MVA-I with 220kV 

Bus-II 
30.11.14 

4 30.11.14 220kV BTPS Ckt.-II Replacement of B 
Phase CT 

Load can be transferred to 
BTPS Ckt.-I 30.11.14 

5 01.12.14 220kV 100MVA-I 
along with 220kV Bus-I 

Replacement of R 
& B Phase CT 

Load can be transferred to 
100MVA-II 01.12.14 

6 01.12.14 220kV Bus Coupler Replacement of R 
Phase CT 

 01.12.14 

 
(Action by DTL) 

7.2 Over Voltage problem at various Substations of DTL. 
 
DISCOMs informed that they are receiving a voltage of about 70kV at their 66kV Grid due to 
over voltage condition at 220kV level i.e. at DTL grids. DISCOMS reported the following 
substations of DTL where over voltage conditions prevail: 

 220kV Kanjhawala 
 220kV Rohini 
 220kV Sarita Vihar 
 220kV Park Street 
 220kV Patparganj 
 220kV Pappankalan-II 
 220kV Okhla 
 220kV Vasant Kunj 
 400kV Tikrikalan (Mundka) 

 
OCC advised DTL to lower the tap position of the OLTC of transformer as per the direction of 
SLDC. 

(Action by DTL)  
 

7.3 Requirement of Communication Port at Gopal Pur for TPDDL. 
 
TPDDL requested DTL to provide a port for communication with SLDC at 220kV Gopalpur 
Substation of DTL.  
 
DTL informed that the same is available and need to be checked by TPDDL for feasibility. 
 
OCC advised DTL and TPDDL to have joint visit to Gopalpur substation for checking the same. 

(Action by DTL, TPDDL) 
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7.4 Proposed shutdown on 220kV Mehrauli S/Stn. 
 

BTPS proposed the following shutdowns on various 220kV feeders for testing of protection 
relays. OCC deferred the same to next OCC meeting as the shutdowns are going to be availed 
during January, 2015. 
 

S. 
No. 

Proposed Date & time of S/D 
 

Name of the feeder / equipment 
 

Work to be carried out 
 

1 02.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS-Okhla Ckt. – I 

Testing of protection relays 

2 05.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS-Okhla Ckt. – II 
3 14.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS-Sarita Vihar Ckt. – I 
4 16.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS-Sarita Vihar Ckt. – II 
5 19.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS- Mehrauli Ckt. – I 
6 21.01.15 (09:00Hrs. to 17:00Hrs.) 220kV BTPS- Mehrauli Ckt. – II 

 
(Action by BTPS) 

8.0  Meeting ended with vote of thanks to the Chair. 
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